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Order 

Sup. Order 
Planning grp 
Priority 
STATUS 

Description 

20176139 	Ord.type PM06 
Act.type P03 

H76 	M. Plan 
E 	 Item 
REL ESTC NMAT PRC SETC 
BAILEY C 1 VERIFY METER CONFIG 

Main WC 	TEMES031 

DUE DATE 05/09/2014 

Func. Loc. 	HZ-TO-EGF-A718618-WEL00001 
2AILEY UNIT C #1 
OCC/TRRC Nuitiber 
Field Name 
Meter ID Number 

Equipment 

Begin Guarantee 
Warranty End 

Sort Field 
Manufacturer 
Manuf. Serial no: 
Model no 
Technical ID no: 
Size/Dimension : 

Operation list 
Op 	Sub 	Description 

Location 
Room 

Cost Center A718618 
ABC ind. 

Workcenter 

BAILEY C 1 VERIFY METEP, CONFI ~-' 
05/09/2014 07:00:37 Jeff Singleton ~ JSIN',LL' PI - one 1 830-583-1356 
Bailey C-1 BC MG (28408119) is conri( 

- 
iin ~~ l ~ F; Flange Tapped Orifice instead of User 

Defined Device using th. V 7one pi , .~~ iratii. P"., -ase verify meter configuration. 

0010 	 "IETEPL CONFIG 
	

TEMES031 

BAILEY C 1 VEkii,'y PIETL ~, CC ~JFi ~ ' 
Bailey (7-1 BC MG 	is --,-, rifigured as Flange Tapped Orifice instead of User 
Definp ~ i D ~~ vi'- using th- V-c ~ . ,ne program. Please verify meter configuration. 

00 -- L --_BOR TEMES031 
0040 (DITROL) 	LA13OR TEMES031 
0050 (DLS) 	LA20R TEMES031 

0060 (PAC) 	LABOR TEMES031 

EFSCOP00015200 
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